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 STEP 1: 

INSTALLATION 
The Falcon Lite comes in a 19” rack mount enclosure or a wall mount option. Install the Falcon Lite in a rack or on a wall.  Use 
the proper anchoring method to mount the unit securely.  

Power Supply and Ground Connections 
Connect an 18AWG ground wire from the ground terminal to a suitable earth ground.  Plug the 24VDC wall adapter into P1 or 
connect 24VDC through a circuit breaker to TB1 as shown below.  RLE Technologies recommends powering the Falcon Lite 
from a UPS supply to allow the Falcon Lite to send alarm notification during a power outage. 
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STEP 3: 
Universal Input Connections 
The eight non-isolated universal inputs are connected to TB2 and TB3.   Universal input channels can be individually configured, 
through the Falcon Lite, to monitor a 4-20mA signal, a Normally Open (NO) dry contact, or a Normally Closed (NC) dry contact.   
See examples below of typical sensor wiring.  
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Universal Input Wiring Examples 
 

 
 
 
 

STEP 4: 
 Input Configuration 

 

  

STEP 5: 
E-Mail Configuration 

     


